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	Data Centre for communicating the DI, DO, Analog and other parameters of the substation and interfacing to the existing SCADA of APCPDCL with IEC 101,IEC 104.

For each set the DI/DO shall be: 600 Nos. and Analog Shall be: 100 Nos.
	Data Centre for communicating the DI, DO, Analog and other parameters of the substation and interfacing to the existing SCADA of APCPDCL with IEC 101,IEC 104. For each set the DI/DO shall be: 600 Nos. and Analog Shall be: 100 Nos.
The Remote terminal unit (RTU) shall be in the scope of TSSPDCL and the protocol for IED relay is IEC 61850 and for RTU is IEC 104.

However all IED relays shall support loop in and loop out facility with optical fiber cable. The patch cards of FO relay to relay shall be in the bidder scope.
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All other terms and conditions of the tender specification remain unaltered.
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